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Zustand des Prüfgegenstandes bei Anlieferung: 
Condition of the test item at delivery: 

Prüfmuster vollständig und unbeschädigt 
Test item complete and undamaged 

  * Legende: 1 = sehr gut 2 = gut 3 = befriedigend 4 = ausreichend 5 = mangelhalt 
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Dieser Prüfbericht bezieht sich nur auf das o.g. Prüfmuster und darf ohne Genehmigung der Prüfstelle nicht 
auszugsweise vervielfältigt werden. Dieser Bericht berechtigt nicht zur Verwendung eines Prüfzeichens. 

This test report only relates to the a. m. test sample. Without permission of the test center this test report is not permitted to be 
duplicated in extracts. This test report does not entitle to carry any test mark. 
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TEST SUMMARY 
5.1.1 HARMONICS ON AC MAINS 

RESULT: Pass 

5.1.2 VOLTAGE FLUCTUATIONS ON AC MAINS 
RESULT: Pass 

5.1.3 AC MAINS TERMINAL CONTINUOUS DISTURBANCE VOLTAGE 
RESULT: Pass 

5.2.1 RADIATED EMISSION 
RESULT: Pass 

6.2.1 RADIO-FREQUENCY ELECTROMAGNETIC FIELD AMPLITUDE MODULATED (RS) 
RESULT: Pass 

6.2.2 RADIO-FREQUENCY CONTINUOUS CONDUCTED (CS) 
RESULT: Pass 

6.2.3 POWER-FREQUENCY MAGNETIC FIELDS 
RESULT: Pass 

6.3.1 FAST TRANSIENTS (EFT) 
RESULT: Pass 

6.3.2 SURGE 
RESULT: Pass 

6.3.3 ELECTROSTATIC DISCHARGES (ESD) 
RESULT: Pass 

6.4.1 VOLTAGE DIPS AND INTERRUPTIONS 
RESULT: Not Applicable 
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1. General Remarks 

1.1 Complementary Materials 

All attachments are integral parts of this test report. This applies especially to the 
following appendix: 

Appendix 1: Test result 

Appendix 2: Measurement uncertainties 

 

2. Test Sites 

2.1 Test Facilities 

Zhangzhou Kehua Technology Co., Ltd.   
Beidou Industrial Zone, Jinfeng Industrial District, Zhangzhou, Fujian, P. R. China 
 
The Testing & Inspection Center of New United Group Co., Ltd.     
No.68, Fenglin Road, Hi-Tech Industrial Zone, Wujin District, Changzhou, Jiangsu,  
China  
 
EMTEK (Shenzhen) Co., Ltd.  
Bldg. 69, Majialong Industry Zone, Nanshan District, Shenzhen, Guangdong, China  
 
 
The tests at the test sites have been conducted under the supervision of a TÜV engineer. 



Produkte 

Products 

 
 

 
 

Prüfbericht - Nr.: 

Test Report No. 
50349580 001 Seite 6 von 30 

Page 6 of 30 

 

 

2.2 List of Test and Measurement Instruments 

Table 1: List of Test and Measurement Equipment 

Kind of Equipment Manufacturer Type S/N Calibrated 
until 

Conducted Emission (Kehua) 

EMI Test Receiver Rohde & 
Schwarz 

ESR3 102438 2019-08-09 

L.I.S.N. Schwarzbeck NNLK 8130 RC 5004 2019-08-22 

Pulse Limiter  Schwarzbeck 
 

VTSD 9561-F 
PULSE 
LIMITER 

239 2019-08-22  

Radiated Emission (10m Chamber) (Kehua)  

EMI Test Receiver Rohde & 
Schwarz 

ESR3 102438 2019-08-09  

Bilog Antenna Schwarzbeck VULB 9162 9162#178 2019-08-16 

Low Noise Amplifier Schwarzbeck BBV 9743 00079 2019-08-17  

Harmonics & Flicker (EMTEK) 

AC Power Source TESEQ NSG 1007-
45/45KVA 

1305A02873 2019-05-20 

Signal Conditioning 
Unit 

TESEQ CCN 1000-3 1305A02873 2019-05-20 

Three Phase 
Impedance Network 

TESEQ INA2197/37A 1305A02873 2019-05-20 

Three Phase 
Impedance Network 

TESEQ INA 2196/75A 1305A02874 2019-05-20 

Profline 2100 AC 
Switching Unit 

TESEQ NSG2200-3 A22714 2019-05-20 

ESD (Kehua)  

ESD Tester 3Ctest ESD-20G ECO2712121 2019-08-27  

Radio-Frequency Electromagnetic Field Amplitude Modulated (New United)  

Signal Generator 
 

Rohde & 
Schwarz 

SMB100A DA-101 2020-02-15 

Power Amplifier Amplifier 
Research 

1000W/1000A DA-033 2019-05-21 

Power Amplifier Rohde & 
Schwarz 

BBA150-E60 DA-102 2020-02-15 

Power Amplifier Rohde & 
Schwarz 

BBA150-D110 DA-077 2019-05-21 

High Gain Log-
Periodic Antenna 

Rohde & 
Schwarz 

HL046 DA-010 2019-05-21  

Horn Antenna Schwarzbeck BBHA 9120E DA-075 2019-05-21  

Power Meter  Rohde & 
Schwarz 

NPR2 DA-107 2020-02-15  

Directional Coupler 
 

Amplifier 
Research 

DC6280 DA-035 2019-05-21  

EFT (Kehua)  

Burst Tester LIONCEL EFT-405CB 0161104 2019-08-19  
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Kind of Equipment Manufacturer Type S/N Calibrated 
until 

Coupling Clamp LIONCEL EFTC 0161104 2019-08-19  

Three Phase CDN LIONCEL CDN-4130P 0170301J 2019-08-19  

Surge (Kehua) 

Surge Tester LIONCEL LSG-510CB 0161102 2019-08-19 

Three Phase CDN LIONCEL CDN-5310P 0170201J 2019-08-19 

Surge (New United)  

Integrated Wave 
Generator 

EM TEST compact NX5 
bsp-1-300-16 

DA-084 2019-10-30 

Three-Phase 
Coupling Network 

EM TEST coupling NX5 
bs-3-480-32 

DA-085 2019-10-30 

Radio-Frequency Continuous Conducted (New United) 

Conducted 
Disturbance 
Simulator 

EM TEST CWS500 N1.4  DA-082  2019-10-29  

6db Attenuator EM TEST ATT 6/75 DA-049 2019-05-22  

Current Loop  FCC  F-120-9A  DA-083  2019-10-30  

EM Clamp  EM TEST   EM101 DA-055 2019-05-22  

Power Frequency Magnetic Fields (New United)  

Integrated Wave 
Generator  

EM TEST UCS500 M6 DA-037 2019-05-22 

Magnetic Field Coil EM TEST MS100 DA-040 2019-05-22 

Current Transformer EM TEST MC2630 DA-041 2019-05-22 

Automatic Regulator EM TEST MV2616 DB-025 N/A 
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3. General Product Information 

3.1 Product Function and Intended Use 

The EUTs are PV Grid-Connected Inverter used for residential, commercial and light-
industrial environments.  
 
Model list: 

MODEL INPUT 
OUTPUT 

Voltage Current Power 

SPI5K-B  
DC 200-1000V,  
2*11A Max. 

AC 
380/400/415V    

8.0A Max. 5kW 

SPI6K-B  
DC 200-1000V,  
2*11A Max. 

AC 
380/400/415V    

9.6A Max. 6kW 

SPI8K-B  
DC 200-1000V,  
22/11A Max. 

AC 
380/400/415V    

12.8A Max. 8kW 

SPI10K-B  
DC 200-1000V,  
22/11A Max. 

AC 
380/400/415V    

15.9A Max. 10kW 

SPI12K-B  
DC 200-1000V,  
2*11A Max. 

AC 
380/400/415V    

19.1A Max. 12kW 

SPI12K-BL  
DC 200-1000V,  
2*22A Max. 

AC 
380/400/415V    

19.1A Max. 12kW 

SPI15K-B  
DC 200-1000V,  
2*22A Max. 

AC 
380/400/415V    

23.9A Max. 15kW 

SPI17K-B  
DC 200-1000V,  
2*22A Max. 

AC 
380/400/415V    

27.1A Max. 17kW 

SPI20K-B      
DC 200-1000V,  
2*22A Max. 

AC 
380/400/415V    

31.9A Max. 20kW 

 
Models SPI5K-B, SPI6K-B, SPI8K-B, SPI10K-B and SPI12K-B are identical except the type 
designation and power. 
Models SPI12K-BL, SPI15K-B, SPI17K-B and SPI20K-B are identical except the type 
designation and power. 
 
 
For details please refer to the Circuit Diagram & Instruction Manual. 
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3.2 Ratings and System Details 

DC voltage range: DC 200-1000V  
Input current: refer to section 3.1  
Output voltage: AC 380/400/415V    
Frequency:                       50/60Hz 
Output current: refer to section 3.1   
Rated output power: refer to section 3.1 
Earthing: Connected  
 

3.3 Independent Operation Modes 

The basic operation modes are: 
A. On 

a. Maximum load 
b. Medium load 
c. Minimum load 

B. Off 

3.4 Noise Generating and Noise Suppressing Parts 

Refer to the Circuit Diagram. 

3.5 Submitted Documents 

- Circuit Diagram  - Rating Label  
- Instruction Manual   
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4. Test Set-up and Operation Modes 

4.1 Principle of Configuration Selection 

Emission: The equipment under test (EUT) was configured to measure their 
highest possible radiation level. The test modes were adapted accordingly in 
reference to the instructions for use. 

Immunity: The equipment under test (EUT) was configured to have their highest 
possible susceptibility against the tested phenomena. The test modes were adapted 
accordingly in reference to the instructions for use. 

4.2 Test Operation and Test Software 

Test operation refers to test setup in chapter 5 & 6. 
Pre-test in all operation modes, and find out the worst case for compliance test. 
According to section 3.1, full tests were applied on models SPI12K-B and SPI20K-B.          
 

4.3 Special Accessories and Auxiliary Equipment 

The EUT was tested together with the following accessories: 

Item Manufacturer Model S/N 

DC Power 
Supply  

WAGO DINYI WLPA-150KW W20180626011 

DC Power 
Supply  

Chroma  62150H-1000S 62150H-1000S 

DC Power 
Supply 

Kehua High Voltage 
DC Source  

-- 

4.4 Countermeasures to achieve EMC Compliance 

The test samples, which have been tested, contained the noise suppression parts as 
described in the Constructional Data Form or the Technical Construction File. No 
additional measures were employed to achieve compliance. 
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5. Test Results EMISSION 

5.1 Emission in the Frequency Range up to 30 MHz 

5.1.1 Harmonics on AC Mains  

RESULT: Pass 

Date of testing : 2019-04-09  
Test standard  : IEC 61000-6-3:2006+A1  
Test procedure  : IEC 61000-3-12:2011  
Limit : Table 3 of IEC 61000-3-12:2011  
Measured harmonics : 2 – 40 
Tested port : AC Mains 

Test setup 

Test Voltage  : AC 400V2%, 50Hz 
Operation Condition : According to Annex A of IEC 61000-3-12:2011 

Operation mode : A 
Earthing : Connected 

Refer to attached Appendix 1.  
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5.1.2 Voltage Fluctuations on AC Mains 

RESULT: Pass 

Date of testing : 2019-04-09 to 2019-04-10         
Test standard  : IEC 61000-6-3:2006+A1  
Basic standard  : IEC 61000-3-11:2000  
Limit : Clause 5 of IEC 61000-3-11:2000  
Tested port : AC Mains 

Test setup 

Test Voltage  : AC 400V2%, 50Hz 
Operation Condition : According to Clause 6 of IEC 61000-3-11:2000  
Operation mode : A 
Earthing : Connected 

Refer to attached Appendix 1.  



Produkte 

Products 

 
 

 
 

Prüfbericht - Nr.: 

Test Report No. 
50349580 001 Seite 13 von 30 

Page 13 of 30 

 

 

5.1.3 AC Mains Terminal Continuous Disturbance Voltage 

RESULT: Pass 

Date of testing : 2019-03-14      
Test standard : IEC 61000-6-3:2006+A1  
Frequency range : 0.15 - 30MHz 
Limits : Table 2 of IEC 61000-6-3:2006+A1 
Kind of test site : 10m Chamber 
Tested port : AC Mains 

Test setup 

Mains Voltage : AC 400V, 50/60Hz  
Operation Condition : Clause 4 of IEC 61000-6-3:2006+A1 
Operation mode : A 
Artificial hand : Not applied 
Earthing : Connected 

Note: The DC power input port of EUT isn’t connected to a local DC power network or a 
remote local battery by a connecting cable exceeding a length of 30 m, hence Disturbance 
Voltage test is not applicable to this port. 

Refer to attached Appendix 1.  
(The minimum margin is 2.54dB)  
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5.2 Emission in the Frequency Range above 30 MHz 

5.2.1 Radiated Emission 

RESULT: Pass 

Date of testing : 2019-03-14       
Test standard : IEC 61000-6-3:2006+A1 
Frequency range : 30 - 1000MHz *  
Limits : Table 1 of IEC 61000-6-3:2006+A1 
Kind of test site : 10m Semi-Anechoic Chamber 
Tested Port : Enclosure 

Test setup 

Input Voltage : DC 200-1000V  
Operation Condition : Clause 4 of IEC 61000-6-3:2006+A1 
Operation mode : A 
Earthing : Connected 

* The highest frequency generated or used in the EUT is below 108MHz, hence the 
upper frequency of this test is 1GHz. 

Refer to attached Appendix 1.  
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6. Test Results  IMMUNITY 

6.1 Classification of apparatus 

According to IEC 61000-6-1:2005, the EUTs shall be tested in accordance with table 
1, 3 & 4, and comply with following performance criterion: 

Continuous Disturbance 

Power-Frequency Magnetic Fields Criterion A 

Radio-Frequency Electromagnetic Field Amplitude Modulated (RS) Criterion A 

Radio-Frequency Continuous Conducted (CS) Criterion A 

Transient Disturbance 

Fast Transients (EFT) Criterion B 
Surge Criterion B 
Electrostatic Discharges (ESD) Criterion B 

Power Supply Alterations 

Voltage Dips and Interruptions  Criterion B & C 
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6.2 Continuous Disturbances 

6.2.1 Radio-Frequency Electromagnetic Field Amplitude Modulated (RS) 

RESULT: Pass 

Date of Testing : 2019-03-26        
Test Specification : IEC 61000-6-1:2005 
Basic Standard : IEC 61000-4-3:2006+A1+A2  
Criterion : A 
Frequency Range : 80 - 2,700MHz 
Test Level : 3V/m, 80 – 1000MHz 

3V/m, 1.4 – 2.0GHz 
1V/m, 2.0 – 2.7GHz 
(Unmodulated, r.m.s.) 

Modulation : AM 80%, 1kHz sine-wave 
Tested Port : Enclosure 

Test setup 

Input Voltage : DC 200-1000V  
Operation Mode : A 
Earthing : Connected 
Ambient temperature : See Appendix 1 
Relative humidity : See Appendix 1 
Atmospheric pressure : See Appendix 1  

Refer to attached Appendix 1.  
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6.2.2 Radio-Frequency Continuous Conducted (CS) 

RESULT: Pass 

Date of testing : 2019-03-26        
Test Specification : IEC 61000-6-1:2005  
Basic Standard : IEC 61000-4-6:2008 
Criterion : A 
Frequency range : 0.15 - 80 MHz 
Source impedance : 150 
Test level : 3V (unmodulated, r.m.s.) 
Modulation : AM 80%, 1kHz sine-wave 
Sweep mode : automatic 
Sweep rate : <1.510-3decade/sec. 
Tested Port : AC Output, DC Input  

Test setup 

Input Voltage : DC 200-1000V  
Operation Mode : A 
Earthing : Connected 
Ambient temperature : See Appendix 1 
Relative humidity : See Appendix 1 
Atmospheric pressure : See Appendix 1  

Refer to attached Appendix 1. 
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6.2.3 Power-frequency Magnetic Fields 

RESULT: Pass 

Date of testing : 2019-03-26        
Test Specification : IEC 61000-6-1:2005 
Basic Standard : IEC 61000-4-8:2009 
Criterion : A 
Test Frequency : 50/60Hz 
Test level : 3A/m  
Tested Port : Enclosure 

Test setup 

Input Voltage : DC 200-1000V  
Operation Mode : A 
Earthing : Connected 
Ambient temperature : See Appendix 1 
Relative humidity : See Appendix 1 
Atmospheric pressure : See Appendix 1  

Refer to attached Appendix 1. 
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6.3 Transient Disturbances 

6.3.1 Fast Transients (EFT) 

RESULT: Pass 

Date of testing : 2019-03-15        
Test Specification : IEC 61000-6-1:2005 
Basic Standard : IEC 61000-4-4:2004 
Criterion : B 
Test level : ±0.5kV, ±1kV  
Test duration : 60sec 
Rise time : 5/50ns 
Repetition frequency : 5kHz 
Tested Port : AC Output, DC Input  

Test setup 

Input Voltage : DC 200-1000V  
Operation Mode : A 
Earthing : Connected 
Ambient temperature : See Appendix 1 
Relative humidity : See Appendix 1 
Atmospheric pressure : 101kPa  

Refer to attached Appendix 1.  
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6.3.2 Surge 

RESULT: Pass 

Date of testing : 2019-03-15 to 2019-03-26        
Test Specification : IEC 61000-6-1:2005 
Basic Standard : IEC 61000-4-5:2005 
Criterion : B 
Source impedance : 2, 12 
Test level : ±0.5kV, ±1kV, ±2kV 
Number of surges : 5 (for each combination of parameters) 
Repetition rate : Max. 1/min 
Tested Port : AC Output, DC Input  

Test Setup 

Input Voltage : DC 200-1000V  
Operation Mode : A 
Earthing : Connected 
Ambient temperature : See Appendix 1 
Relative humidity : See Appendix 1 
Atmospheric pressure : 101kPa  

Refer to attached Appendix 1. 
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6.3.3 Electrostatic Discharges (ESD) 

RESULT: Pass 

Date of testing : 2019-03-15        
Test Specification : IEC 61000-6-1:2005 
Basic Standard : IEC 61000-4-2:2008 
Criterion : B 
Charge voltage : ±2.0kV, ±4.0kV, ±8kV (air discharge) 

±2.0kV, ±4.0kV (contact discharge) 
Number of discharges : >10 
Tested Port : Enclosure 

Test Setup 

Input Voltage : DC 200-1000V  
Operation Mode : A 
Earthing : Connected 
Ambient temperature : See Appendix 1  
Relative humidity : See Appendix 1 
Atmospheric pressure : 101kPa  

Refer to attached Appendix 1. 
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6.4 Power Supply Alterations 

6.4.1 Voltage Dips and Interruptions  

RESULT: Not Applicable 

The EUT does not have AC input port, therefore the Voltage Dips and Interruptions 
test is not applicable.  
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7. Photographs of the Test Set-Up 

Photograph 1: Set-up for Harmonics & Voltage Fluctuations 

 
 
Photograph 2: Set-up for Conducted Emission 
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Photograph 3: Set-up for Radiated Emission 

 
 
Photograph 4: Set-up for Radio Frequency Electromagnetic Field (RS) 
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Photograph 5: Set-up for Conducted Susceptibility (CS)  
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Photograph 6: Set-up for Power-frequency Magnetic Fields 
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Photograph 7: Set-up for EFT  
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Photograph 8: Set-up for Surge   
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Photograph 9: Set-up for Electrostatic Discharges (ESD) 
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Measurement Uncertainties 
 

Where relevant, the following measurement uncertainty levels have been estimated for tests 
performed on the apparatus. 

The reported expanded uncertainty of measurement is stated as the standard uncertainty of 
measurement multiplied by the coverage factor of k=2, which for a normal distribution corresponds to 
a coverage probability of approximately 95%. 

 

Table 1: Measurement Uncertainty levels 

 

Test Parameters 
Expanded 

uncertainty (Ulab) 
Expanded 

uncertainty (Ucispr) 

Conducted Emission 
Level accuracy 
(9kHz to 150kHz) 
(150kHz to 30MHz) 

 2.80 dB 

 2.80 dB 

 3.8 dB 

 3.4 dB 

Radiated Emission 

Level accuracy 
(30MHz to 1000MHz, 
Horizontal) 
(30MHz to 1000MHz,  
Vertical) 

 

 3.60 dB  

 3.60 dB 
 

 6.3 dB 

Mains Harmonic Voltage  0.07% N/A 

Voltage Fluctuations 
& Flicker 

Voltage  1.80% N/A 

 

As Ulab in all applicable tests listed above are less than Ucispr according to CISPR 16-4-2:2011, 

 compliance is deemed to occur if no measured disturbance exceeds the disturbance limit; 

 non-compliance is deemed to occur if any measured disturbance exceeds the disturbance 
limit. 
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